
AS-EPA UPDATE 
Drinking Water Sample Results
February 26,2020



ASPA Public Water System

1 – Areas that are under a Standing Precautionary BWN before Tropical Cyclone Wasi.
2 – Yes, located in a BWN area are recommended to continue to boil water before consumption. 

Public Water System Sample Location Boil Water Notice Area1 (Yes2/No) Sample Date
Test Results 

Total Coliform E.Coli

Central ASPA Onenoa No 2/25/2020 NEG NEG

Central ASPA Tula No 2/24/2020 NEG NEG

Central ASPA Alao No 2/25/2020 NEG NEG

Central ASPA Utumea(East) No 2/25/2020 NEG NEG

Central ASPA Auasi No 2/25/2020 NEG NEG

Central ASPA Amouli No 2/25/2020 NEG NEG

Central ASPA Alofau No 2/24/2020 NEG NEG

Central ASPA Fagaitua No 2/24/2020 NEG NEG

Central ASPA Amaua No 2/25/2020 NEG NEG

Central ASPA Auto No 2/25/2020 NEG NEG

Central ASPA Aumi No 2/25/2020 NEG NEG

Central ASPA Onesosopo No 2/25/2020 NEG NEG

Central ASPA Lauli'i No 2/24/2020 NEG NEG

Central ASPA Aua No 2/24/2020 NEG NEG

Central ASPA Leloaloa No 2/25/2020 NEG NEG

Central ASPA Satala No 2/25/2020 NEG NEG



1 – Areas that are under a Standing Precautionary BWN before Tropical Cyclone Wasi.
2 – Yes, located in a BWN area are recommended to continue to boil water before consumption. 

Public Water System Sample Location Boil Water Notice Area1 (Yes2/No) Sample Date
Test Results 

Total Coliform E.Coli

Central ASPA Pago No 2/25/2020 NEG NEG

Central ASPA Fagatogo Yes 2/25/2020 NEG NEG

Central ASPA Utulei-Gataivai Yes 2/25/2020 NEG NEG

Central ASPA Fagaalu Yes 2/25/2020 NEG NEG

Central ASPA Fatamafuti Yes 2/25/2020 NEG NEG

Central ASPA Matu'u Yes 2/25/2020 NEG NEG

Central ASPA Nu'uuli Yes 2/25/2020 NEG NEG

Central ASPA Tafuna Yes 2/25/2020 NEG NEG

Central ASPA Fogagogo Yes 2/25/2020 NEG NEG

Central ASPA Ili'ili Yes 2/25/2020 NEG NEG

Central ASPA Vaitogi No 2/25/2020 NEG NEG

Central ASPA Mapusaga No 2/24/2020 NEG NEG

Central ASPA Faleniu No 2/25/2020 NEG NEG

Central ASPA Pavaiai No 2/24/2020 NEG NEG

Central ASPA Tafeta No 2/25/2020 NEG NEG

Central ASPA Aoloau-Aasu No 2/24/2020 NEG NEG

ASPA Public Water System



1 – Areas that are under a Standing Precautionary BWN before Tropical Cyclone Wasi.
2 – Yes, located in a BWN area are recommended to continue to boil water before consumption. 

Public Water System Sample Location Boil Water Notice Area1 (Yes2/No) Sample Date
Test Results 

Total Coliform E.Coli

Central ASPA Futiga No 2/25/2020 NEG NEG

Central ASPA Taputimu No 2/25/2020 NEG NEG

Central ASPA Vailoa No 2/25/2020 NEG NEG

Central ASPA Malaeloa No 2/25/2020 NEG NEG

Central ASPA Leone No 2/25/2020 NEG NEG

Central ASPA Amaluia No 2/25/2020 NEG NEG

Central ASPA Atauloma-Afao-Asili No 2/25/2020 NEG NEG

Central ASPA Nua-Seetaga No 2/24/2020 NEG NEG

Central ASPA Amanave No 2/25/2020 NEG NEG

Central ASPA Fagali'I-Fagamalo No 2/25/2020 NEG NEG

Afono Satellite Afono No 2/25/2020 NEG NEG

Aoa Satellite Aoa Yes 2/25/2020 NEG NEG

Masefau Satellite Masausi No 2/25/2020 NEG NEG

Masefau  Satellite Sailele No 2/25/2020 NEG NEG

Masefau Satellite Masefau No 2/24/2020 NEG NEG

Vatia Satellite Vatia No 2/25/2020 NEG NEG

Fagasa Satellite Fagasa No 2/25/2020 NEG NEG

ASPA Public Water System



1 – Areas that are under a Standing Precautionary BWN before Tropical Cyclone Wasi.
2 – Yes, located in a BWN area are recommended to continue to boil water before consumption. 

ASPA Public Water System

Public Water System Sample Location 
Boil Water Notice Area1

(Yes2/No)
Sample Date

Test Results 

Total Coliform E.Coli

Ta'u-Faleasao ASPA Ta’u No 2/25/2020 NEG NEG

Fitiuta ASPA Fitiuta No 2/25/2020 NEG NEG

School 

School Name Location
Boil Water Notice Area1

(Yes2/No)
Sample Date

Test Results 

Total Coliform E.Coli

SPICC Elementary Fatu ma Futi Yes 2/25/2020 NEG NEG

Nu’uuli Polytech High School Nuuuli Yes 2/25/2020 NEG NEG

Marist St. Francis Leloaloa No 2/25/2020 NEG NEG


